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ZENITH             STREET

NORTH         PEDESTRIAN LINK

ZENITH STREET

MACDONALD STREET

E
1

E2

E2

E2

CASA 1
EXISTING

DEVELOPMENT

EXISTING:
ϯǆϲϯ ŵŵ CONDUITS Θ ϭ SWARE Ϯϱ ŵŵ CODDS CONDUIT

NEW CIRCUITS TO BE RETICULATED &ROD EXISTING STREET LIG,TING
DB LOCATED ON NORT, WEST CORNER O& CASA ϭ WRO:ECT͘

NEW CIRCUITS TO BE RETICULATED
NEW LIG,TING CIRCUITS ϲ͕ϳ Θ ϴ

NEW
ϯǆϭϲŵŵϸ ϮC н E XLWE CABLES
LIG,TING CIRCUITS ϲ͕ϳ Θ ϴ
ϰǆϲϯ ŵŵ CONDUITS
;ϯ CONDUITS &OR T,E CIRCUITS AND
ϭ CONDUIT TO REDAIN SWAREͿ
н
ϭ SWARE Ϯϱŵŵ CODDS CONDUITϭ

LT-CCT 6

LT-CCT 8

NEW
3x16mm² 2C + E XLPE CABLES
LIG,TING CIRCUITS ϲ͕ϳ Θ ϴ
4x63 mm CONDUITS
(3 CONDUITS FOR THE CIRCUITS AND
1 CONDUIT TO REMAIN SPARE)
+
1 SPARE 25mm COMMS CONDUIT

NEW
2x16mm² 2C + E XLPE CABLES
LIG,TING CIRCUITS ϳ Θ ϴ
3x63 mm CONDUITS
(2 CONDUITS FOR THE CIRCUITS AND
1 CONDUIT TO REMAIN SPARE)
+
1 SPARE 25mm COMMS CONDUIT

+

STUB UPTURNS CAPPED AT FUTURE LIGHT
POLE LOCATIONS

NEW
1x16mm² 2C + E XLPE CABLES
LIG,TING CIRCUITS ϳ
2x63 mm CONDUITS
(1 CONDUITS FOR THE CIRCUITS AND
1 CONDUIT TO REMAIN SPARE)
+
1 SPARE 25mm COMMS CONDUIT

NEW
1x16mm² 2C + E XLPE CABLES
LIG,TING CIRCUITS ϳ
2x63 mm CONDUITS
(1 CONDUITS FOR THE CIRCUITS AND
1 CONDUIT TO REMAIN SPARE)
+
1 SPARE 25mm COMMS CONDUIT

EX-P EX-P

P P

P

P

P

LIGHTS IN
HATCHED
AREA TO
BE
DELIVERED
BY CoS

P

NOTE 1 NOTE 1

NOTES:
1 - NEW LIGHTS ALONG MACDONALD STREET
TO BE IN LINE WITH EXISTING LIGHTS ALONG
FRONTAGE OF ADJOINING DEVELOPMENT.
SETBACK FROM FUTURE KERB IS 0.75M.
CONTRACTOR TO SURVEY SITE AND ENSURE
FINAL LOCATIONS ARE IN LINE WITH EXISTING
FITTINGS INSTALLED TO THE WEST OF THE
DEVELOPMENT.

APPROX. LOCATION OF EXISTING LIGHT ALONG NORHTERN PEDESTRIAN LINK

ASSET ID: LP05958

ASSET ID: LP05957

ASSET ID:
LPO5961

ASSET ID: LPO5960ASSET ID:
LPO5959

POWER CONDUIT DEPTH:
500 - 650mm BELOW AFFL
COMMS CONDUIT DEPTH:
300 - 450mm BELOW AFFL

POWER CONDUIT DEPTH:
500 - 650mm BELOW AFFL
COMMS CONDUIT DEPTH:
300 - 450mm BELOW AFFL

POWER CONDUIT DEPTH:
500 - 650mm BELOW AFFL
COMMS CONDUIT DEPTH:
300 - 450mm BELOW AFFL

POWER CONDUIT DEPTH:
500 - 650mm BELOW AFFL
COMMS CONDUIT DEPTH:
300 - 450mm BELOW AFFL

POWER CONDUIT DEPTH:
500 - 650mm BELOW AFFL
COMMS CONDUIT DEPTH:
300 - 450mm BELOW AFFL

COCKRAM CONSTRUCTIONS
CASA 2 
PUBLIC DOMAIN
LIGHTING DESIGN
ELECTRICAL SERVICES
INTERIM SITE LAYOUT
LIGHTING, PIT & PIPE
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John Farag 20.01.2020
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