1. All reinforcement to comply with AS46714.
2. All reinforcement to be grade 500.
3. Compressive strength of concrete at 28 days to be 32Mpa.
4. All reinforcement shall be placed in mid-section and otherwise min. concrete cover shall be 40mm. - B1 cover.
5. For any penetration through walls and slabs greater than 200 spacing, provide N12 trimmer bars and additional N12 reinforcement bars on each side.
6. Lap length is to be minimum 40 x bar Ø unless noted otherwise.
7. 75mm minimum benching to half pipe height total benching to over of pipe.
8. 100mm slotted drainage pipe 3.0m long wrapped in fabric sock to be provided in pipe trenches adjacent to inlet pipes.
9. Provide step irons where pit is deeper than 1.0m at 300mm centres.
10. Grates shall be bicycle safe and have maximum inlet capacity. All grates must be approved by the City's representative.
11. Drainage pipe to be minimum 375Ø Class 4 reinforced concrete pipe.

NOTE: ALL DIMENSIONS IN MILLIMETRES UNLESS OTHERWISE STATED.